
Troubleshooting Points Prior to Removing A8 Inverter 
 
 
 
 
Voltage selector switch door on inverter. 
Ensure door is in closed position.  
 
P15 and P16 connectors on inverter.  
Ensure connectors are properly installed. Check for broken wires. 
 
P17 connector on inverter 
Ensure connector is properly installed. Check for broken wires 
 
Starter (bushing). 
Remove Starter and inspect for worn or broken bushing  
 
Governor / Actuator set up. 
Check that speed settings are adjusted properly. Per TM9-6115-639-13  
 
PMA output. 
Remove P15 and P16 from inverter and check PMA for proper output voltages. 
 
TB6 
Verify wiring of terminal board per wiring diagram. 
Check for loose or broken connections. 
 
Inverter output terminal board 
With voltage selector switch in 120/240, check for 120 volts on L1 to N, and L2 to N, 
and check for 240 volts on L1 and L2 
 
 
 
 
 
 
 
 
 
 


